Wdter Tech

718 S. Michigan

Howell, M| 48843

(517) 548-2505

Fax (517) 548-3434

E

A Testing Laboralory

To: Edward Wenz, Jr

WATER ANALYSIS RESULTS

CTI - Consulting, Testing & Inspections, LLC

8756 Trenton Dr
White Lake, M1 48386

Sample ID:
20001 Wexford
Detroit, MI

Date Sampled:
Date Received:
Collected By:
Sample Point:

4/20/2016 6:00
4/20/2016
Ed Wenz

Main Floor 1door-drink ftn

Lab Sample Number: 88542-01

DE 01
Maximum
Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.049 mg/L 0.01 EPA200.8 4/20/2016 0:00 13
Total Lead 0.001 mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By: Date: 4/21/2016

Laboratory #23 assigned by the Michigan [epartment of Environmental Quality for the microbiological and chemical analysis of drinking

waler.

ABBREVIATIONS
RL = Lowest reporting level

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality
CFU/100 ml = Colony Forming Units/100 milliliter sample volume.

mg/L = Milligrams per liter (= parts per million).

o




Wdter Tech

718 S. Michigan

Howell, M| 48843

(517) 548-2505 Fax (517) 548-3434

T ES

A Tesung Laboratory

To: Edward Wenz, Jr

8756 Trenton Dr
White Lake, MI 48386

WATER ANALYSIS RESULTS

CTI - Consulting, Testing & Inspections, LLC

Date Sampled:
Date Received:
Collected By:
Sample Point:

~

4/20/2016 6:00

4/20/2016

Ed Wenz

Main Floor Idoor ,df-flush

walter.

ABBREVIATIONS:
RL = Lowest reporting level

mg/L = Milligrams per liter (= parts per million).

Sample ID:

20001 Wexford

Detroit, MI Lab Sample Number: 88542-02

DE 02

Maximum

Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.057 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead Not Detected mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By: Date: 4/21/2016

Laboratory #23 assigned by the MichiganOepartment of Environmental Quality for the microbiological and chemical analysis of drinking

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume.




Wdte r TeCh 718 S. Michigan Howell, M| 48843 (517) 548-2505 Fax (517) 548-3434
- N

A Tesung Laboralory

WATER ANALYSIS RESULTS

To: Edward Wenz, Jr Date Sampled: 4/20/2016 6:00

CTI - Consulting, Testing & Inspections, LLC Date Received: 4/20/2016

8756 Trenton Dr Collected By: Ed Wenz

White Lake, M1 48386 Sample Point: Teachers Lounge-Intial
Sample ID:

20001 Wexford

Detroit, MI Lab Sample Number: 88542-03

DE 03

Maximum

Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.150 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead Not Detected mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By: Date: 4/21/2016

Laboratory #23 assigned by the Michigan Defartment of Environmental Quality for the microbiological and chemical analysis of drinking
water

ABBREVIATIONS:

RL = Lowest reporting level

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume

mg/L = Milligrams per liter (= parts per million).




Wdter Tech

718 S. Michigan

Howell, MI 48843 (517) 548-2505 Fax (517) 548-3434

a4l — .

A Testng Laboralory

To: Edward Wenz, Jr

8756 Trenton Dr

WATER ANALYSIS RESULTS

CTI - Consulting, Testing & Inspections, LLC

Date Sampled: 4/20/2016 6:00
Date Received: 4/20/2016
Collected By: Ed Wenz

\

Laboratory #23 assigned by the Michigai
water

ABBREVIATIONS:
RL = Lowest reporting level

mg/L = Milligrams per liter (= parts per million).

White Lake, MI 48386 Sample Point: Teachers Lounge-Flush
Sample ID:

20001 Wexford

Detroit, MI Lab Sample Number: 88542-04

DE 04

Maximum

Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.051 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
T'otal Lead Not Detected mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By: Date: 4/21/2016

epartment of Environmental Quality for the microbiological and chemical analysis of drinking

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume




Wdte r TeCh 718 S. Michigan Howell, Ml 48843 (517) 548-2505 Fax (517) 548-3434
= \

A Testing Laboratory

WATER ANALYSIS RESULTS

To: Edward Wenz, Jr Date Sampled: 4/20/2016 6:00

CTI - Consulting, Testing & Inspections, LLC Date Received: 4/20/2016

8756 Trenton Dr Collected By: Ed Wenz

White Lake, MI 48386 Sample Point: 2nd f1.-D. F. Initial
Sample 1D:

20001 Wexford

Detroit, MI Lab Sample Number: 88542-05

DE 05

Maximum

Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper Not Detected mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead 0.010 mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By: Date: 4/21/2016

Laboratory #23 assigned by the Michigan D€partment of Environmental Quality for the microbiological and chemical analysis of drinking
water

ABBREVIATIONS:

RL = Lowest reporting level

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume.

mg/L = Milligrams per liter (= parts per million)




Wdter Tech

718 S. Michigan

Howell, M| 48843

(517) 548-2505

Fax (517) 548-3434

T E

A Tesung Laboralory

To: Edward Wenz, Jr

8756 Trenton Dr
White Lake, MI 48386

Sample ID:
20001 Wexford
Detroit, MI

WATER ANALYSIS RESULTS

CTI - Consulting, Testing & Inspections, LLC

Date Sampled:
Date Received:
Collected By:
Sample Point:

4/20/2016 6:00
4/20/2016

Ed Wenz

2nd FL.-D. F. Flush

Lab Sample Number: 88542-06

Released By:

water.

ABBREVIATIONS:
RL = Lowest reporting level

Laboratory #23 assigned by the Michigan Dep,

DE 06
Maximum
Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.045 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead 0.002 mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015

Date: 4/21/2016

ment of Environmental Quality for the microbiological and chemical analysis of drinking

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume.
mg/L = Milligrams per liter (= parts per million).

\




Wdte r TeCh 718 S. Michigan Howell, MI 48843 (517) 548-2505 Fax (517) 548-3434

TTTE=3

A Testing Laboratory

WATER ANALYSIS RESULTS

To: Edward Wenz, Jr Date Sampled: 4/20/2016 6:00

CTI - Consulting, Testing & Inspections, LLC Date Received: 4/20/2016

8756 Trenton Dr Collected By: Ed Wenz

White Lake, M| 48386 Sample Point: 1st Fl-Lower Level-DF Initial
Sample ID:

20001 Wexford

Detroit, Ml Lab Sample Number: 88542-07

DE 07

. Maximum

Test Parameter Result Units RL Method Date of Analysis Desired Limit
Total Copper 0.280 mg/L 0.01 EPA200.8 4/20/2016 0:00 13
Total Lead 0.002 mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By /( Date: 4/21/2016

Laboratory #23 assigned by the Michigan Departmgfit of Environmental Quality for the microbiological and chemical analysis of drinking water.

ABBREVIATIONS

RL = Lowest reprting level

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume. MPN = Most Probable Number.

mg/L = Milligrams per liter (= parts per million).

~




Wdter Tech  7ies weongn

Howell, MI 48843

(517) 548-2505 Fax (517) 548-3434

o

A Testng Laboratory

WATER ANALYSIS RESULTS

Released By

ABBREVIATIONS:
RL = Lowest reprting level

mg/L = Milligrams per liter (= parts per million).

To: Edward Wenz, Jr Date Sampled: 4/20/2016 6:00

CTI - Consulting, Testing & Inspections, LLC Date Received: 4/20/2016

8756 Trenton Dr Collected By: Ed Wenz

White Lake, M| 48386 Sample Point: 1st Fl-Lower Level-DF Flush
Sample ID:

20001 Wexford

Detroit, Ml Lab Sample Number: 88542-08

DE 08

Maximum

Test Parameter Result Units RL Method Date of Analysis Desired Limit
Total Copper 0.170 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead 0.003 mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015

Date: 4/21/2016

Laboratory #23 assigned by the Michigan Dep: ent of Environmental Quality for the microbiological and chemical analysis of drinking water.

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume. MPN = Most Probable Number.

\




Wdter Tech

718 S. Michigan Howell, MI 48843

(517) 548-2505

Fax (517) 548-3434

=,

A Testing Laboratory

20001 Wexford
Detroit, MI

To: Edward Wenz, Jr
CTI - Consulting, Testing & Inspections, LLC
8756 Trenton Dr
White Lake, MI 48386

Sample ID:

WATER ANALYSIS RESULTS

Date Sampled:
Date Received:
Collected By:
Sample Point:

4/20/2016 6:00
4/20/2016
Ed Wenz

Kitchen Sink- Intial

Lab Sample Number: 88542-09

N

waler.

ABBREVIATIONS:
RL = Lowest reporting level

mg/L = Milligrams per liter (= parts per million).

DE 09
Maximum
Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.076 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead Not Detected mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By: Date: 4/21/2016

Laboratory #23 assigned by the Michigan Pepartment of Environmental Quality for the microbiological and chemical analysis of drinking

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality
CFU/100 ml = Colony Forming Units/100 milliliter sample volume.




Wdter TeCh 718 S. Michigan Howell, MI 48843 (517) 548-2505 Fax (517) 548-3434
= A

A Testing Laboratory

WATER ANALYSIS RESULTS

To: Edward Wenz, Jr Date Sampled: 4/20/2016 6:00

CTI - Consulting, Testing & Inspections, LLC Date Received: 4/20/2016

8756 Trenton Dr Collected By: Ed Wenz

White Lake, M1 48386 Sample Point: Kitchen Sink- flush
Sample ID:

20001 Wexford

Detroit, MI Lab Sample Number: 88542-10

DE 10

Maximum

Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.029 mg/L 0.01  EPA200.8 4/20/2016 0:00 1.3
Total Lead Not Detected mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By: Date: 4/21/2016

Laboratory #23 assigned by the Michigan Deparfment of Environmental Quality for the microbiological and chemical analysis of drinking
water.

ABBREVIATIONS:

RL = Lowest reporting level

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume.

mg/L = Milligrams pei liter (= parts per million).




Wdter Tech

718 S. Michigan Howell, Ml 48843

(517) 548-2505

Fax (517) 548-3434

TTTE=S

A Tesung Laboratory

WATER ANALYSIS RESULTS
To: Edward Wenz, Jr Date Sampled: 4/20/2016 6:00
CTI - Consulting, Testing & Inspections, LLC Date Received: 4/20/2016
8756 Trenton Dr Collected By: Ed Wenz

White Lake, MI 48386 Sample Point: 2nd f1 D.F. South- Intial

Sample ID:
20001 Wexford

Detroit, MI Lab Sample Number: 88542-11

DE 11
Maximum
Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.057 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead Not Detected mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015
Released By: Date: 4/21/2016

Laboratory #23 assigned by the Michigan Pepartment of Environmental Quality for the microbiological and chemical analysis of drinking
water.

ABBREVIATIONS:

RL = Lowest reporting level

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality
CFU/100 ml = Colony Forming Units/100 milliliter sample volume.

mg/L. = Milligrams per liter (= parts per million).




Wter Tech

718 S. Michigan Howell, M| 48843 (517) 548-2505 Fax (517) 548-3434

ES

A Testing Laboratory

Sample ID:
20001 Wexford
Detroit, MI

WATER ANALYSIS RESULTS
To: Edward Wenz, Jr Date Sampled: 4/20/2016 6:00
CTI - Consulting, Testing & Inspections, LLC Date Received: 4/20/2016
8756 Trenton Dr Collected By: Ed Wenz
White Lake, MI 48386 Sample Point: 2nd f1 D.F. South- Flush

~

Lab Sample Number: 88542-12

Released By:

DE 12
Maximum
Test Parameter Result Units RL Method AnalySiS Date Desired Limit
Total Copper 0.036 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead Not Detected mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015

&

Date: 4/21/2016

Laboratory #23 assigned by the Michigan
water.

ABBREVIATIONS:
RL = Lowest reporting level

partment of Environmental Quality for the microbiological and chemical analysis of drinking

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume.

mg/L = Milligrams per liter (= parts per million).




Wdter Tech

718 S. Michigan

Howell, MI 48843 (517) 548-2505 Fax (517) 548-3434

T ES

A Testing Laboralory

To: Edward Wenz, Jr

8756 Trenton Dr
White Lake, M1 48386

Sample ID:
20001 Wexford
Detroit, MI

CTI - Consulting, Testing & Inspections, LLC

WATER ANALYSIS RESULTS
Date Sampled: 4/20/2016 6:00
Date Received: 4/20/2016
Collected By: Ed Wenz
Sample Point: Gym D.F. Intial

Lab Sample Number: 88542-13

W

Released By:

water

ABBREVIATIONS:
RL = Lowest reporting level

mg/L = Milligrams per liter (= parts per million).

DE I3
Maximum
Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.130 mg/L 0.01 EPA200.8 4/20/2016 0:00 13
l'otal Lead 0.001 mg/L 0.001 EPA200.8 4/20/2016 0:00 0.015

Date: 4/21/2016

Laboratory #23 assigned by the Michigan D¥partment of Environmental Quality for the microbiological and chemical analysis of drinking

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality.
CFU/100 ml = Colony Forming Units/100 milliliter sample volume,




Wdter Tech

718 S. Michigan

Howell, Ml 48843

(517) 548-2505

Fax (517) 548-3434

TTE

A Testng Laboratory

WATER ANALYSIS RESULTS

To: Edward Wenz, Jr
CTI - Consulting, Testing & Inspections, LLC
8756 Trenton Dr
White Lake, M1 48386

Sample ID:
20001 Wexford
Detroit, Ml

Date Sampled:
Date Received:
Collected By:
Sample Point:

4/20/2016 6:00
4/20/2016

Ed Wenz

Gym D.F. Flush

Lab Sample Number: 88542-14

DE 14
Maximum
Test Parameter Result Units RL Method Analysis Date Desired Limit
Total Copper 0.035 mg/L 0.01 EPA200.8 4/20/2016 0:00 1.3
Total Lead Not Detected mg/L 0.001  EPA200.8 4/20/2016 0:00 0.015

Released By:

Date: 4/21/2016

Laboratory #23 assigned by the Michigan Pepartment of Environmental Quality for the microbiological and chemical analysis of drinking

water

ABBREVIATIONS:
RL = Lowest reporting level

MCL = Maximum Contaminant Level - The maximum permissible level established by the USEPA and or MDEQ for safe drinking water.
SMCL = Secondary Maximum Contaminant Level - Suggested maximum level established by the USEPA for desirableable water quality

CFU/100 ml = Colony Forming Units/100 milliliter sample volume.
mg/L = Milligrams per liter (= parts per million).

~
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